Q:\2021 Projects\2021102 - GBA Central Fleet Maintenance Bldg\02 Design\02 Drawings\Electrical\E100.dwg

NERAL NOTES:

KEY NOTES:

GE
1.

NEW DISCONNECT SWITCHES FOR NEW CHILLERS TO BE MOUNTED ON
UNISTRUT ASSEMBLY.

SEE SHEET E203 AND E204 FOR ELECTRICAL EQUIPMENT CONNECTIONS
AND INSTRUCTIONS.

CONDENSATE PUMP CORD SET (HOT) 208V - 1 PHASE EACH NEED TO
PROTECTED WITH .50 AMP IN LINE FUSE FOR 3, 4, 38, 29, 31, 32, 33, 34, 35,
36, 37, 38, 39, 40, 42 AND 43. EXTEND OTHER END OF FUSE THROUGH
CABLING TO TERMINATION POINT, (HARD - WIRED / RECEPTACLE).

@ SEE MECHANICAL PLANS FOR EXACT LOCATION OF CHILLER
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